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Regadi LIS Tah.Chamorshi , Dist. Gadchiroli

Name of Work :- Technical Specification for Budgetory offer

A) Vertical Turbine Pump ( Water Cooled Self water Lubricated ) :-

Detail Technical Specification ;-
Make : Jyoti Pumps Ltd,

RPM:- 1465

LPM :-12170

Serial No. :- N24927 ( Oct 1997)

Head :-22mto40m

Column Pipe Dia.:- $ 250 mm
Del. Pipe Dia.:- ¢ 250 mm
Line Shaft Dia.:- ¢ 40 mm

S.N

Name of Item

Material Size
1 | Strainer M.S( Galvanised)
2 | Impeller Shaft Coupling S.S AlSI: 410
3 | Bearing Holder Flange/guide spider C.115:210
4 | Line Shaft bearing Nitrile Rubber
5 | Line Shaft Coupling S.SAISI: 410
6 | Top Column flange gasket Natural Rubber
7 | Head shaft coupling S.SAISI: 410
8 | Delivery flange gasket Natural Rubber
9 | Stuffing box bush Bronze I1S:318
10 | Stuffing box gasket Natural Rubber Suitable for
11 | Gland C.115:210 pump detail
specification as
12 | Gland packing Ring S.S AISI: 410 mentioned.
13 | Gland packing Jute/Hemp
14 | Lantern Ring S.SAISI: 410
15 | Water Deflector C.I1S:210
16 | Water leakage tube M.S( Galvanised)
17 | Bowl bearing Bronze 1S:318
18 | Impeller Key S.SAISI: 410
19 | Suction case bearing Bronze I1S:318
20 | Rachet Plate C.I'1S:210
S.SAISI: 410 C.l1s:210

N
=

Rachet Pin & Holder




22

Pressure Gauge

23

Impeller

Bronze 1S:318

24

Oil tank

M.S( Galvanised)

B) Vertical Turbine Pump ( Water Cooled Self water Lubricated ) :-

Detail Technical Specification ;-
Make : Jyoti Pumps Ltd,

RPM:- 1465

LPM :- 5750

Serial No. :- N24928 ( Oct 1997)

Head :-47 mto 87 m

Column Pipe Dia.:- $ 200 mm
Del. Pipe Dia.:- $ 200 mm
Line Shaft Dia.:- $ 40 mm

S.N

Name of Item

Material Size
1 | Strainer M.S( Galvanised)
2 | Impeller Shaft Coupling S.S AISI: 410
3 | Bearing Holder Flange/guide spider C.115:210
4 | Line Shaft bearing Nitrile Rubber
5 | Line Shaft Coupling S.SAISI: 410
6 | Top Column flange gasket Natural Rubber
7 | Head shaft coupling S.SAISI: 410
8 | Delivery flange gasket Natural Rubber Suitable for pump
detail specification as
9 | Stuffing box bush Bronze 1S:318 mentioned.
10 | Stuffing box gasket Natural Rubber
11 | Gland C.I1S:210
12 | Gland packing Ring S.S AISI: 410
13 | Gland packing Jute/Hemp
14 | Lantern Ring S.SAISI: 410
15 | Water Deflector C.11S:210
16 | Water leakage tube M.S( Galvanised)
17 | Bowl bearing Bronze 1S:318
18 | Impeller Key

S.SAISI: 410




19 | Suction case bearing Bronze IS:318

20 | Rachet Plate C115:210
S.SAISI: 410

21 | Rachet Pin & Holder C.11S:210

22 | Pressure Gauge | L.

23 | Impeller Bronze 1S:318

24 | Oil tank

M.S( Galvanised)

Executive Engineer
Mechanical Lift Irrigation Dn. No.2,




Regadi LIS Tah.Chamorshi, Dist. Gadchiroli

Name of Work :- Technical Specification for Budgetory offer

Name of Item :- Isolating Sluice Valve ¢ 500 mm ( As per IS 14846:2000)

S.N Name of Item Material Size

1 Grey Cast Iron 15:210 Gr. FG-
Gland 200

2 Body Seat Ring Lead Tin Bronze

3 Wedge Facing Ring Lead Tin Bronze

4 Suitable for as
Stem nut Carbon Steel mention above

5 Wedge Lead Tin Bronze

6 Grey Cast Iron 15:210 Gr. FG-
Cover 200

7 Spindle Stainless Steel

Name of Item :- Single Air Valve ¢ 50 mm ( As per IS 14845:2000)

S.N Name of Item Material Size
1 Low Pressure Grey Cast Iron 15:210 Gr. FG-

Cover 200

Grey Cast Iron 15:210 Gr. FG-
2 Cowl 200
ow Suitable for as mention above

3 L.P Seat Ring | Nitrile Rubber
4 Timber cover with vulcanite

L.P Float coating

Executive Engineer
Mechanical Lift Irrigation Dn. No 2,
Babupeth,Chandrapur
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Specification

Name of Work: Providing Lightening Arrestor System on the Dam of Arunavati Project at Arunavati,Tah.:-

Digras, Dist:- Yavatmal.

Sr.No. | Qty CSR Description of Item Rate Unit Amount
No
1 4 Non Item No.1:- Supplying and erecting ESE Each
CSR base lightening arrestor suitable from
levell to level 3 (upto 107m) with
lightning stroke counter and 4.5 m in
length 304SS supporting mast with 25 m
Gl supporting Guy mast, test clamp and
round conductor tape clip with necessary
material complete in approved manner.
2 4 Non Item No.2:- Supplying and erecting 6 digit Each
CSR transient event counter approved Make.
3 24 Non Item No. 3:- Supplying and erecting G | Mtr.
CSR pipe B Grade 150 mm dia. For necessary
mounting structure G | Mast(Each of 5
mtr. With Base plate.
4| 30 Non Iltem No.4:- Supplying, erecting & Mtr.
CSR terminating PVC armoured cable Single
50 sq mm copper conductor erected with
glands & lugs, on wall/ trusses/pole or
laid in provided trench/ pipe.
5 6 Non Iltem No. 5:- Supplying and erecting ISl Each
CSR mark 150mm X 8mm X 2.75mtr. Long C |
Centrifugally casted C.I. electrode pipe
with clamp as per IS 3043/1536 with
bentonet powder with C.I. cover
completed with all accessories.
6 5 Non Iltem No.6:- Supplying and erecting Brass Each
CSR Connector required for disconnection
between Lightening arrestor and Earth
Pits for Earth test complete.
7 5 Non ltem No.7:- Supplying and erecting Each
CSR Disconnector Link required to install the
lightening arrestor in to the Mast with
necessary clamps complete.

Executive Engineer
Mechanical Lift Irrigation Division No.2
Chandrapur.







